
Replacement Filter Report ATTACHMENT A
BULL CREEK

LOCATION TYPE EA/CY DIMENSIONS (in)

1 - 3

BUILDING  22

Roof, Unit 3 Pleat 2 16 x 25 x 1

Roof, Unit 7 Pleat 2 16 x 25 x 1

Roof, Unit 5 Pleat 2 16 x 25 x 1

Roof, Unit 4 Pleat 3 16 x 25 x 2

Roof, Unit 2 Pleat 2 16 x 25 x 1

Roof, Unit 1 Pleat 4 16 x 20 x 2

Roof, Unit 6 Pleat 3 16 x 25 x 2

BUILDING  32

West, AH-1 Pleat 1 22 x 36 x 1

East, AH-2 Pleat 1 20 x 30 x 1

West, AH-3 Pleat 1 20 x 30 x 1

BUILDING  37

Mechanical Room, AH-2 Pleat 3 19 x 25 x 2

Mechanical Room, AH-2 Pleat 8 15 x 20 x 2

Mechanical Room, AH-1 Pleat 3 19 x 25 x 2

Mechanical Room, AH-1 Pleat 8 15 x 20 x 2

Storage Pleat 1 20 x 20 x 1

Storage Pleat 1 10 x 10 x 1

Storage Pleat 4 16 x 16 x 1

Storage Pleat 3 14 x 14 x 1

Storage Pleat 2 12 x 12 x 1

Storage Pad 2 8 x 8 x 1



Replacement Filter Report ATTACHMENT A
BULL CREEK

LOCATION TYPE EA/CY DIMENSIONS (in)

2 - 3

BUILDING  38

Front Office, AH-1 Pleat 1 20 x 20 x 1

AH-2, Rear Office Pleat 1 20 x 20 x 1

BUILDING  39

Mechanical Room, AH-1 Pleat 8 15 x 20 x 2

Mechanical Room, AH-2 Pleat 8 15 x 20 x 2

South End Pleat 4 12 x 24 x 1

North End Pleat 4 12 x 24 x 1

Hallway Pad 2 8 x 8 x 2

Throughout Pad 6 14 x 14 x 1

Storage Pad 2 10 x 10 x 1

Storage Pad 2 16 x 16 x 1

BUILDING  40

Mechanical Room, AH-1 Pleat 9 16 x 20 x 2

Warehouse, AH-2 Pleat 1 20 x 25 x 1

BUILDING  42

Mechanical Room, AH-1 Pleat 2 29 x 48 x 1

BUILDING  42A

Mechanical Room, AH-1 Pleat 2 18 x 24 x 2

BUILDING  43A

Room 105, AH-1 Pleat 1 20 x 25 x 1

Room 105, AH-2 Pleat 1 29 x 30 x 2

BUILDING  43B

AH-3 Pleat 3 16 x 25 x 1



Replacement Filter Report ATTACHMENT A
BULL CREEK

LOCATION TYPE EA/CY DIMENSIONS (in)

3 - 3

BUILDING  43C

AH-4 Pleat 3 16 x 25 x 1



Replacement Filter Report ATTACHMENT B
CAMP HUBBARD CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

1 - 5

BUILDING  1

2nd Floor, West, AH-2 Pleat 15 20 x 20 x 2

Basement, Camera Equipment Room, FC-1 Pleat 2 10 x 31 x 1

Mechanical Room, AH-1 Pleat 2 16 x 20 x 2

Roof, MUA Pleat 14 16 x 25 x 2

Basement, Phone Room, FC-2 Pleat 2 10 x 31 x 1

Basement, AHU-1 Pleat 15 20 x 20 x 2

3rd Floor, Wiring Closet, AC-1 Pleat 1 28.5 x 29.5 x 2

4th Floor, West, AH-4 Pleat 12 20 x 24 x 2

5th Floor, West, AH-5 Pleat 12 20 x 24 x 2

Roof, MUA-2 Pleat 14 16 x 25 x 2

Warehouse, AHU-2 Pleat 1 16 x 20 x 2

3rd Floor, West, AH-3 Pleat 12 20 x 24 x 2

BUILDING  2

Mens Restroom, AH-3 Pleat 9 20 x 25 x 2

Kitchen, AH-2 Pleat 2 16 x 20 x 2

BUILDING  3

Mechanical Room, AH-1 Pleat 1 20 x 25 x 2

BUILDING  4

1st Floor, Telephone Room, AH-4 Pleat 1 28.5 x 29.25 x 2

1st Floor, Telephone Room, AH-5 Pleat 1 26 x 32 x 1

1st Floor, Near Ladies Restroom Pleat 2 6 x 30 x 1

2nd Floor, Mechanical Room, AH-1 Pleat 2 16 x 25 x 2

2nd Floor Pleat 1 30 x 34 x 1



Replacement Filter Report ATTACHMENT B
CAMP HUBBARD CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

2 - 5

BUILDING  5

1st Floor, Room 121, AH-1 Pleat 2 16 x 25 x 2

1st Floor, Room 134, AH-5 Pleat 4 16 x 25 x 2

1st Floor, Room 140, AH-6 Pleat 8 24 x 24 x 4

1st Floor, Room 129, AH-3 Pleat 8 24 x 24 x 4

2nd Floor, Room 149, Window Unit Pad 1 18 x 20 x 1

1st Floor, Room 133, Humidifier Pad 2 8 x 8 x 1

1st Floor, NW, Shaker Room, Rollup Dock, Door Pleat 4 18 x 24 x 4

1st Floor, Room 130, AHU-4 Pleat 6 24 x 24 x 4

1st Floor, Room 128, Chemical Room, AH-9 Pleat 1 20 x 20 x 1

1st Floor, Room 130, AHU-11 Pleat 1 20 x 25 x 1

1st Floor, Room 131, Instrument lab, AH-10 Pleat 1 16 x 25 x 4

1st Floor, Room 137, AH-8 Pleat 4 20 x 24 x 2

1st Floor, Room 137, AH-8 Pleat 3 24 x 24 x 4

1st Floor, Room 136, AH-12 Pad 1 10 x 22 x 1

1st Floor Pad 1 13 x 19 x 1

3rd Floor, Room 301, AHU Pleat 1 20 x 20 x 1

1st Floor, Room 105, Mechanical Room, AH-7 Pleat 6 20 x 25 x 2

2nd Floor, by Room 203, AH-14 Pleat 6 20 x 25 x 2

1st Floor, by Room 114, Liebert, AH-1 Pleat 1 20 x 20 x 1

5th Floor, Room 519, AH-5 Pleat 10 24 x 24 x 2

5th Floor, Room 518, AH-6 Pleat 8 24 x 24 x 2

4th Floor, Room 436, AH-4, Pleat 8 24 x 24 x 2

4th Floor, Room 454, AH-3 Pleat 10 24 x 24 x 2



Replacement Filter Report ATTACHMENT B
CAMP HUBBARD CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

3 - 5

1st Floor, Room 122, AH-2 Pleat 2 16 x 25 x 2

3rd Floor, Room 314, AH-1 Pleat 10 24 x 24 x 2

1st Floor, Room 118, Constant Temp Room, AH-13 Pleat 1 20 x 20 x 1

2nd Floor, Room 212, CRU-1 Pleat 2 16 x 25 x 2

2nd Floor, Room 218, AH-F Pleat 8 16 x 20 x 2

2nd Floor, Room 202, Hallway, AH-D Pleat 12 16 x 20 x 2

2nd Floor, Near Room 207 & 208, AH-E Pleat 8 16 x 20 x 2

1st Floor, Room 105, AH-7 Pleat 1 24 x 24 x 2

1st Floor, Room 105, AH-7 Pleat 1 12 x 24 x 2

1st Floor Lobby @ Front Desk, AHU Pleat 1 20 x 20 x 1

1st Floor, Room 102, Pomona-3 Pleat 6 20 x 25 x 4

3rd Floor, Room 319, AH-2 Pleat 10 24 x 24 x 2

BUILDING  6

1st Floor, South, Battery Room, RUPS-1 Pad 2 10 x 22 x 1

1st Floor, Room 102, Pomona-4 Pleat 6 20 x 25 x 4

1st Floor, Building 6, AH-15 Pleat 4 16 x 25 x 2

1st Floor, Liebert Unit Pleat 1 16 x 25 x 2

1st Floor, Room 102, Computer Room, NE corner, Pomona-
1

Pleat 2 20 x 25 x 4

1st Floor, Room 102, Pomona-4 Pleat 1 16 x 25 x 4

1st Floor, Room 102, Pomona-2 Pleat 4 16 x 25 x 4

1st Floor, Room 102, Pomona-2 Pleat 2 20 x 25 x 4

1st Floor, Room 102, AH-A Pleat 4 16 x 20 x 2

1st Floor, Mechanical Room, AH-8 Pleat 15 24 x 24 x 2

1st Floor, Battery Room, RUPS-2 Pad 4 10 x 25.25 x 1



Replacement Filter Report ATTACHMENT B
CAMP HUBBARD CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

4 - 5

1st Floor, Battery Room Pleat 2 16 x 20 x 2

1st Floor, Room 102, Computer Room, NE corner, Pomona-
1

Pleat 4 16 x 25 x 4

1st Floor, Battery Room, North, RUPS-1 Pad 2 10 x 22 x 1

Basement, AH-13 Pleat 2 20 x 20 x 1

1st Floor, Mechanical Room, AH-8 Pleat 5 12 x 24 x 2

BUILDING  7

Chiller Room, AH-1 Pleat 1 8 x 34 x 1

Chiller Room Pleat 4 24 x 24 x 1

Chiller Room Pleat 4 24 x 24 x 1

Chiller Room Pleat 4 24 x 24 x 1

BUILDING  10

1st Floor, Paint Office Pleat 1 24 x 24 x 1

Basement, Mechanical Room, 2 AH-2 Pleat 8 16 x 20 x 2

Basement, Warehouse AH-6 Pleat 1 16 x 25 x 2

AHU 5, Basement Pleat 2 20 x 20 x 2

1st Floor, Near Room 101 Pleat 2 20 x 20 x 1

Basement, Mechanical Room, 2 AH-3 Pleat 2 20 x 25 x 2

1st Floor, Paint Office, Window Unit Pad 1 16 x 23 x 1

Machine Shop Office Window Unit Pad 1 10 x 24 x 1

1st Floor, Paint Office Pad 1 12 x 12 x 1

2nd Floor, Office Pleat 2 25 x 25 x 1

2nd Floor, Office Pleat 2 20 x 24 x 1

2nd Floor, Paint Booth Pleat 48 20 x 20 x 4

Basement, Mechanical Room 2, AH-1 Pleat 8 16 x 20 x 2



Replacement Filter Report ATTACHMENT B
CAMP HUBBARD CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

5 - 5

Basement, Mechanical Room 1, AH-4 Pleat 6 16 x 20 x 2

Issue Office Pleat 1 20 x 20 x 2

Warehouse, Supply Room, Window Unit Pad 1 12 x 22 x 1

Sheet Metal Office, Window Unit Pad 1 10 x 24 x 1

Auto Shop Office, Window Unit Pad 1 10 x 24 x 1

Carpenter Shop Office, Window Unit Pad 1 10 x 24 x 1

2nd Floor, Mens Restroom, Window Unit Pad 1 12 x 18 x 10



Replacement Filter Report ATTACHMENT C
MAIN OFFICE

LOCATION TYPE EA/CY DIMENSIONS (in)

1 - 3

BUILDING Greer

3rd Floor, AH-3 Pleat 2 16 x 30 x 1

2nd Floor, Mechanical Room Pad 2 23 x 35 x 1

2nd Floor, Mechanical Room, AH-1 Pleat 7 16 x 25 x 2

3rd Floor, AH-1 Pleat 2 16 x 30 x 1

3rd Floor, AH-2 Pleat 2 16 x 30 x 1

2nd Floor, Mechanical Room, AH-1 Pleat 7 16 x 20 x 2

3rd Floor, AH-4 Pleat 2 16 x 30 x 1

3rd Floor, AH-5 Pleat 2 16 x 30 x 1

3rd Floor, AH-6, Pleat 2 16 x 30 x 1

4th Floor, AH-3 Pleat 2 16 x 30 x 1

1st Floor, AH-1 Pleat 6 24 x 24 x 2

1st Floor, AH-8 Pleat 2 20 x 25 x 1

4th Floor, AH-1 Pleat 2 16 x 30 x 1

1st Floor, AH-2 Pleat 1 16 x 25 x 2

1st Floor, AH-3 Pleat 1 16 x 25 x 2

1st Floor, AH-4 Pleat 1 16 x 25 x 2

1st Floor, AH-5 Pleat 1 16 x 20 x 1

1st Floor, AH-5 Pleat 1 16 x 25 x 1

1st Floor, AH-6 Pleat 1 16 x 20 x 1

1st Floor, AH-6 Pleat 1 16 x 25 x 1

4th Floor, AH-5 Pleat 2 16 x 30 x 1

1st Floor, AH-7 Pleat 1 16 x 25 x 1

4th Floor, AH-4 Pleat 2 16 x 30 x 1



Replacement Filter Report ATTACHMENT C
MAIN OFFICE

LOCATION TYPE EA/CY DIMENSIONS (in)

2 - 3

1st Floor, AH-9 Pleat 1 16 x 25 x 1

Basement, AH-1 Pleat 6 24 x 24 x 2

Basement, Mechanical Room Pleat 1 24 x 24 x 1

Trash Room Pleat 6 16 x 20 x 2

1st Floor, AH-7 Pleat 1 16 x 20 x 1

8th Floor, AH-5 Pleat 2 16 x 30 x 1

4th Floor, AH-2 Pleat 2 16 x 30 x 1

9th Floor, Penthouse, AH-1 Pleat 2 16 x 30 x 1

4th Floor, AH-6 Pleat 2 16 x 30 x 1

8th Floor, AH-4 Pleat 2 16 x 30 x 1

8th Floor, AH-3 Pleat 2 16 x 30 x 1

8th Floor, AH-2 Pleat 2 16 x 30 x 1

8th Floor, AH-1 Pleat 2 16 x 30 x 1

7th Floor, AH-7 Pleat 2 24 x 10 x 1

7th Floor, AH-4 Pleat 2 16 x 30 x 1

7th Floor, AH-5 Pleat 2 16 x 30 x 1

7th Floor, AH-6 Pleat 2 16 x 30 x 1

7th Floor, AH-3 Pleat 2 16 x 30 x 1

7th Floor, AH-1 Pleat 2 16 x 30 x 1

5th Floor, AH-1 Pleat 2 16 x 30 x 1

Roof, MUA-1 Pleat 8 16 x 25 x 2

7th Floor, AH-2 Pleat 2 16 x 30 x 1

5th Floor, AH-6 Pleat 2 16 x 30 x 1

5th Floor, AH-2 Pleat 2 16 x 30 x 1



Replacement Filter Report ATTACHMENT C
MAIN OFFICE

LOCATION TYPE EA/CY DIMENSIONS (in)

3 - 3

5th Floor, AH-3 Pleat 2 16 x 30 x 1

5th Floor, AH-4 Pleat 2 16 x 30 x 1

5th Floor, AH-5 Pleat 2 16 x 30 x 1

6th Floor, AH-5 Pleat 2 16 x 30 x 1

6th Floor, AH-1 Pleat 2 16 x 30 x 1

6th Floor, AH-2 Pleat 2 16 x 30 x 1

6th Floor, AH-3 Pleat 2 16 x 30 x 1

6th Floor, AH-4 Pleat 2 16 x 30 x 1

5th Floor, Computer Room Pleat 2 14.5 x 29 x 1

6th Floor, AH-6 Pleat 2 16 x 30 x 1



Replacement Filter Report ATTACHMENT D
RIVERSIDE CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

1 - 10

BUILDING 118

Roof, North/Center, RTU-13 Pleat 3 20 x 20 x 2

Roof, North/Center, RTU-13 Pleat 3 16 x 20 x 2

Roof, South/Center, RTU-17 Pleat 3 16 x 20 x 2

Roof, South/Center, RTU-17 Pleat 3 20 x 20 x 2

Roof , South Side, RTU-16 Pleat 3 20 x 20 x 2

Roof, West Side, RTU-14 Pleat 3 20 x 20 x 2

Roof , West Center, RTU-15 Pleat 3 20 x 20 x 2

Roof, West Center, RTU-15 Pleat 3 16 x 20 x 2

Roof, Northwest Corner, RTU-12 Pleat 3 16 x 20 x 2

Roof, Area B, North Unit, Make Up Air-2 Pleat 3 20 x 24 x 2

Roof, South Side, RTU-16 Pleat 3 16 x 20 x 2

Roof, Northwest Corner, RTU-12 Pleat 3 20 x 20 x 2

Roof, East Side, RTU-3 Pleat 3 16 x 20 x 2

Roof, East Side, RTU 3 Pleat 3 20 x 20 x 2

Roof, South Center, RTU-2 Pleat 3 16 x 20 x 2

Roof, South Center, RTU-2 Pleat 3 20 x 20 x 2

Roof, NW Corner, RTU-1, Pleat 3 16 x 20 x 2

Roof, Area B, North Unit, Make Up Air-2 Pleat 2 17.5 x 28.75 x 2

Roof, Area C, East Unit, Make Up Air-3 Pleat 4 30 x 24 x 2

Roof, Area D, South Unit, Make Up Ai-4 Pleat 4 30 x 24 x 2

Roof, Area D, West Unit, Make Up Air-1 Pleat 4 30 x 24 x 2

Roof, South Side, RTU-11 Pleat 3 16 x 20 x 2

Roof, Northwest Corner, RTU-1 Pleat 3 20 x 20 x 2



Replacement Filter Report ATTACHMENT D
RIVERSIDE CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

2 - 10

1st Floor, Room 1D.5, Northwest, AH-10 Pleat 3 16 x 25 x 1

2nd Floor, Room 2C.4, CRU-10 Liebert Pleat 1 20 x 20 x 1

1st Floor, South, Room 1A.1, AH-14 Pleat 4 16 x 25 x 1

1st Floor, Southwest, Room 1A.1, AH-15 Pleat 4 16 x 25 x 1

1st Floor, Southwest, Room 1A.1, AH-13 Pleat 1 15 x 30 x 1

1st Floor, 8.A, Room 1A.5, CRU Pleat 1 15 x 30 x 1

1st Floor, Room 1A.9, AH-11 Pleat 4 16 x 25 x 1

1st Floor, Room 1A.8, AH-12 Pleat 4 16 x 25 x 1

1st Floor, Room 1D.3, 9.A, CRU Pleat 1 20 x 20 x 1

1st Floor, Room 1D.3, East, AH-7 Pleat 4 16 x 25 x 1

2nd Floor, Room 2C.1, West, AH-16 Pleat 3 16 x 25 x 1

CRU, 6.A, Room 1D.5, 1st Floor-Liebert Pleat 1 16 x 25 x 4

CRU, 5.A, Room 1D.5, 1st Floor Pleat 1 20 x 20 x 1

AH-5, Room 1C.1, 1st Floor Pleat 3 16 x 25 x 1

AH-4, Liebert, Room 1C.1, 1st Floor Pleat 1 20 x 20 x 1

AH-6, Room 1C.1, 1st Floor Pleat 3 16 x 25 x 1

AH-4, Room 1C.5, North 1st Floor Pleat 3 16 x 25 x 1

AH-1A, Room 1B.7, West 1st Floor Pleat 8 15 x 20 x 2

AH-1B, Room 1B.7, East 1st Floor Pleat 8 15 x 20 x 2

AH-3, Room 1B.1, 1st Floor Pleat 3 16 x 25 x 1

AH-2, Room 1B.2, 1st Floor Pleat 3 16 x 25 x 1

RTU 14, West Side, Roof Pleat 3 16 x 20 x 2

RTU 11, South Side, Roof Pleat 3 20 x 20 x 2

AH-8, Room 1D.5, NE 1st Floor Pleat 4 16 x 25 x 1



Replacement Filter Report ATTACHMENT D
RIVERSIDE CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

3 - 10

RTU 7, North Side, Roof Pleat 3 20 x 20 x 2

AH-9, Room 1D.5, SW 1st Floor Pleat 3 16 x 25 x 1

AH-17, Room 2C.1, North 2nd Floor Pleat 3 16 x 25 x 1

RTU 10, South Center, Roof Pleat 3 20 x 20 x 2

RTU 10, South Center, Roof Pleat 3 16 x 20 x 2

RTU 9, Center Roof Pleat 3 20 x 20 x 2

RTU 9, Center Roof Pleat 3 16 x 20 x 2

RTU 8, North Center, Roof Pleat 3 16 x 20 x 2

RTU 7, North Side, Roof Pleat 3 16 x 20 x 2

RTU 14, North Side, Roof Pleat 3 20 x 20 x 2

RTU 14, North Side, Roof Pleat 3 16 x 20 x 2

RTU 15, East Center, Roof Pleat 3 20 x 20 x 2

AH-19, Near 2C.1, 2nd Floor Pleat 1 16 x 20 x 1

AH-18, Room 2C.1, East 2nd Floor Pleat 4 16 x 25 x 1

RTU 8, North Center, Roof Pleat 3 20 x 20 x 2

AH-19, Near 2C.1, 2nd Floor Pleat 1  20 x 20 x 1

RTU 15, East Center, Roof Pleat 3 16 x 20 x 2

CRU 3.A, Area C, 2nd Floor -Liebert Pleat 1 16 x 25 x 4

CRU 12.A, Room 2D.3, 2nd Floor Pleat 1 20 x 20 x 1

CRU 11.A, Room 2D.3, 2nd Floor Pleat 1 20 x 20 x 1

CRU 2.A, Room 2A.4, 2nd Floor Pleat 1 20 x 20 x 1

CRU 1.A, Room 2A.4, 2nd Floor Pleat 1 20 x 20 x 1

RTU 6, Southwest Side, Roof Pleat 3 16 x 20 x 2

RTU 6, Southwest Side, Roof Pleat 3 20 x 20 x 2



Replacement Filter Report ATTACHMENT D
RIVERSIDE CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

4 - 10

BUILDING  150

AH-19 N. Ladies RR 1st Floor Pleat 1 16 x 20 x 1

AH-8 N. Mens RR 3rd Floor Pleat 3 16 x 25 x 1

AH-2 N. Ladies RR 2nd Floor Pleat 1 16 x 20 x 1

AH-2 N. Ladies RR 2nd Floor Pleat 1 20 x 20 x 1

AH-5 N. Ladies RR 2nd Floor Pleat 1 16 x 20 x 1

AH-5 N. Ladies RR 2nd Floor Pleat 1 20 x 20 x 1

AH-9 N. Mens RR 2nd Floor Pleat 3 16 x 25 x 1

AH-28 N. Elevator Lobby 2nd Floor Pleat 1 16 x 20 x 1

AH-4 N. Ladies RR 1st Floor Pleat 1 16 x 20 x 1

AH-27N. 2C.3 2nd Floor Pleat 1 16 x 20 x 1

AH-13 N. Ladies RR 3rd Floor Pleat 3 16 x 25 x 1

AH-27N. 2C.3 2nd Floor Pleat 1 20 x 20 x 1

AH-4 N. Ladies RR 1st Floor Pleat 1 20 x 20 x 1

AH-14 N. Ladies RR 4th Floor Pleat 1 16 x 20 x 1

AH-28 N. Elevator Lobby 2nd Floor Pleat 1 20 x 20 x 1

AH-6 N. Ladies RR 3rd Floor Pleat 3 16 x 25 x 1

AH-23 N. Room 3C.2 3rd Floor Pleat 1 20 x 20 x 1

AH-23 N. Room 3C.2 3rd Floor Pleat 1 16 x 20 x 1

AH-20 N. Room 3C.2 AH-20 N. Room 3C.2-3rd Floor Pleat 1 16 x 20 x 1

AH-20 N. Room 3C.2 AH-20 N. Room 3C.2-3rd Floor Pleat 1 20 x 20 x 1

AH-34 N. Mens RR 4th Floor Pleat 1 20 x 20 x 1

AH-34 N. Mens RR 4th Floor Pleat 1 16 x 20 x 1

AH-7 N. Mens RR 4th Floor Pleat 3 16 x 25 x 1



Replacement Filter Report ATTACHMENT D
RIVERSIDE CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

5 - 10

AH-24 N. Ladies RR 4th Floor Pleat 1 20 x 20 x 1

AH-24 N. Ladies RR 4th Floor Pleat 1 16 x 20 x 1

AH-12 N. Room 4C.4 4th Floor Pleat 3 16 x 25 x 1

AH-25 N. Room 4C.4 4th Floor Pleat 3 16 x 25 x 1

AH-19 N. Ladies RR 1st Floor Pleat 1 20 x 20 x 1

CRU-N-2-1, IR Lab E. 2nd Floor Pleat 1 20 x 20 x 1

AH-14 N. Ladies RR 4th Floor Pleat 1 20 x 20 x 1

CRU-N-2-3 2nd Floor Data Closet S. Pleat 1 16 x 25 x 4

CRU-S-1-2 Automation Room N Pleat 3 24 x 24 x 4

CRU4 Telephone Room S. Pleat 1 20 x 20 x 1

CRU5 Telephone Room N. Pleat 1 20 x 20 x 1

ERU-S-1-3 Pump Room S. Mesh 1 35.5 x 9.5 x .75

AH-33 N. Mens RR 5th Floor Pleat 1 20 x 20 x 1

ERU-C-1-1 UPS Room C Mesh 1 35.5 x 9.5  x .75

AH-21 N. Room 5C.3 5th Floor Pleat 3 16 x 25 x 1

CRU-N-1-2 Room 1C6- Liebert Pleat 2 14 x 29.5 x 2

CRU-N-2-4 2nd Floor Data Closet N. Pleat 1 16 x 25 x 4

CRU-S-2-1, IR Lab S. 2nd Floor Pleat 1 20 x 20 x 1

CRU-S-3-1 3rd Floor Data Closet Pleat 1 16 x 25 x 4

CRU-S-4-1, IR Lab W. 4th Floor Pleat 1 20 x 20 x 1

CRU-S-4-2, IR Lab N. 4th Floor Pleat 1 20 x 20 x 1

CRU-N-5-1 5th Floor Pleat 1 20 x 20 x 1

CRU-N-2-2, IR Lab W. 2nd Floor Pleat 1 20 x 20 x 1

Make Up Air North Roof Pleat 4 24 x 24 x 2



Replacement Filter Report ATTACHMENT D
RIVERSIDE CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

6 - 10

AH-17 N. Mens RR 1st Floor Pleat 1 16 x 20 x 1

AH-17 N. Mens RR 1st Floor Pleat 1 20 x 20 x 1

AH-26 North by 1C.8 1st Floor Pleat 1 16 x 20 x 1

AH-26 North by 1C.8 1st Floor Pleat 1 20 x 20 x 1

Make Up Air 1 South Roof RTU Mesh 2 24 x 24 x 1

Make Up Air 1 South Roof RTU Pleat 4 24 x 24 x 2

CRU-S-1-1 Automation Room S Pleat 3 24 x 24 x 4

Make Up Air North Roof Mesh 2 24 x 24 x 1

ERU-N-1-1 Pump Room N Mesh 1 35.5 x 9.5 x .75

Make Up Air North Roof Mesh 2 12 x 24 x 1

Make Up Air Center Center Pleat 2 24 x 24 x 2

Make Up Air Center Center Mesh 2 24 x 24 x 1

CRU-N-1-3 1C4 Pleat 1 20 x 20 x 4

CRU-N-1-4 Room 1C4 Pleat 2 16 x 25 x 4

AH-10 N. Mens RR 1st Floor Pleat 3 16 x 25 x 1

Make Up Air 1 South Roof RTU Mesh 2 12 x 24 x 1

AH-1, S-4-1 Pleat 1 20 x 20 x 1

AH-17 S. Ladies RR, 2nd Floor Pleat 1 16 x 20 x 1

AH-17 S. Ladies RR, 2nd Floor Pleat 1 20 x 20 x 1

AH-21 So. Room 2A.3, 2nd Floor Pleat 1 20 x 20 x 1

AH-21 So. Room 2A.3, 2nd Floor Pleat 1 16 x 20 x 1

AH-33 S. Mens RR, 3rd Floor Pleat 1 20 x 20 x 1

AH-33 S. Mens RR, 3rd Floor Pleat 1 16 x 20 x 1

AH-6 S. Mens RR, 3rd Floor Pleat 3 16 x 25 x 1



Replacement Filter Report ATTACHMENT D
RIVERSIDE CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

7 - 10

AH-18 S. Ladies RR, 3rd Floor Pleat 1 16 x 20 x 1

AH-18 S. Ladies RR, 3rd Floor Pleat 1 20 x 20 x 1

AH-15 S. Ladies RR, 3rd Floor Pleat 3 16 x 25 x 1

Liebert Unit Pleat 1 16 x 25 x 4

AH-28 S. Room 3A.4, 3rd Floor Pleat 1 16 x 20 x 1

AH-28 S. Room 3A.4, 3rd Floor Pleat 1 20 x 20 x 1

AH-14 S. Ladies RR Pleat 3 16 x 25 x 1

AH-26S. Room 4A.3, 4th Floor Pleat 1 16 x 20 x 1

AH-19 S, Room 5A.4, 5th Floor Pleat 3 16 x 25 x 1

AH-27S, 5th Floor Pleat 3 16 x 25 x 1

AH-11 S. Mens RR, 5th Floor Pleat 3 16 x 25 x 1

AH-1 S. Ladies RR, 5th Floor Pleat 3 16 x 25 x 1

AH-2 S. Ladies RR, 5th Floor Pleat 4 16 x 25 x 1

AH-24 S. Room 3A.3, 3rd Floor Pleat 1 16 x 20 x 1

AH-20 A. Room 4A.4, 4th Floor Pleat 1 20 x 20 x 1

AH-24 S. Room 3A.3, 3rd Floor Pleat 1 20 x 20 x 1

AH-26S. Room 4A.3, 4th Floor Pleat 1 20 x 20 x 1

AH-11 N. Ladies RR 5th Floor Pleat 4 16 x 25 x 1

AH-16 S. Ladies RR, 4th Floor Pleat 1 20 x 20 x 1

AH-33 N. Mens RR 5th Floor Pleat 1 16 x 20 x 1

AH-7 S. Mens RR, 4th Floor Pleat 3 16 x 25 x 1

AH-12 S. Ladies RR, 4th Floor Pleat 3 16 x 25 x 1

AH-20 A. Room 4A.4, 4th Floor Pleat 1 16 x 20 x 1

AH-7 Center, Room 3B.2 W. 3rd Floor Pleat 2 16 x 20 x 1



Replacement Filter Report ATTACHMENT D
RIVERSIDE CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

8 - 10

AH-5 Center, Room 2B.1 N. Pleat 2 16 x 20 x 1

AH-9 Center, Room 2B.1 W. Pleat 2 16 x 20 x 1

AH-8 Center, Room 2B.1 S. Pleat 2 16 x 20 x 1

AH-10 Center 2nd Floor-Refrigerator Room Pleat 2 16 x 20 x 1

AH-13 Center, Room 3B.3 S. 3rd Floor Pleat 2 17 x 21 x 1

AH-11 Center, Room 2B.3 Pleat 2 16 x 20 x 1

AH-12 Center, Room 3B.2 E. 3rd Floor Pleat 2 16 x 20 x 1

AH-14 Center, Room 3B.2 N. 3rd Floor Pleat 2 16 x 20 x 1

AH-22 N. Room 5C.3 5th Floor Pleat 3 16 x 25 x 1

AH-3 N. Ladies RR 5th Floor Pleat 1 16 x 20 x 1

AH-3 N. Ladies RR 5th Floor Pleat 1 20 x 20 x 1

AH-15 N. Mens RR 5th Floor Pleat 4 16 x 25 x 1

AH-8 S. Mens RR Pleat 3 16 x 25 x 1

AH-16 S. Ladies RR, 4th Floor Pleat 1 16 x 20 x 1

AH-15 Center, Room 3B.3 N. 3rd Floor Pleat 2 17 x 21 x 1

AH-22 So. Room 1A.3 Pleat 1 16 x 20 x 1

AH-25 S. Room 2A.1, West Pleat 1 16 x 20 x 1

AH-6 North, Room 3B.2 S. 3rd Floor Pleat 2 16 x 20 x 1

AH-2.C Center, South Area Pleat 2 16 x 20 x 1

AH-34 S. Room 2A.4 Pleat 1 20 x 20 x 1

AH-22 So. Room 1A.3 Pleat 1 20 x 20 x 1

AH-25 S. Room 2A.1, West Pleat 1 20 x 20 x 1

AH-9 So. Mens RR Pleat 3 16 x 25 x 1

AH-4 Center, Room 1B.3 Pleat 2 16 x 20 x 1



Replacement Filter Report ATTACHMENT D
RIVERSIDE CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

9 - 10

AH-13 So. Mens RR Pleat 3 16 x 25 x 1

AH-4 So. Ladies RR Pleat 3 16 x 25 x 1

AH-5 So. Ladies RR Pleat 3 16 x 25 x 1

AH-16 Center, Room, 1B.8 Pleat 2 16 x 20 x 1

AH-3 Center, Room 1B.4 Pleat 2 16 x 20 x 1

Liebert 2-1, 2nd Floor Pleat 1 20 x 20 x 1

AH-1 Center, Room 1B.4 Pleat 2 16 x 20 x 1

BUILDING  200

Air Handler Unit 4 Vending Area in Café Pleat 1 16 x 20 x 1

Air Handler Unit 3 West End of Café Pleat 1 20 x 20 x 1

Air Handler Unit 2 East End of Café Pleat 1 16 x 20 x 1

Air Handler Unit 1 North End of Café Pleat 1 16 x 20 x 1

OA 2 Pleat 4 12 x 24 x 2

OA 1 Pleat 4 12 x 24 x 2

Air Handler Unit 7 Conference Room 122 Pleat 1 20 x 20 x 1

OA 1 Pleat 4 24 x 24 x 2

OA 2 Pleat 4 24 x 24 x 2

Air Handler Unit 8, 1.A.6 Next to Mailroom Pleat 4 16 x 25 x 1

Air Handler 9 Final Plans Room 1.A.5 Pleat 1 20 x 25 x 1

Air Handler 28 Reproduction Area East Pleat 4 16 x 25 x 1

Liebert Room 1A.9 Pleat 1 20 x 20 x 1

Old 6 Café Office Area Pleat 1 20 x 24 x 1

Liebert 26, 2B.4 IR Lab Pleat 1 20 x 20 x 4

Liebert 27 A Cable Phone Room Pleat 1 16 x 20 x 4



Replacement Filter Report ATTACHMENT D
RIVERSIDE CAMPUS

LOCATION TYPE EA/CY DIMENSIONS (in)

10 - 10

Roof Unit 16 Pleat 1 14 x 25 x 2

Roof Unit 2 Pleat 2 16 x 25 x 2

Liebert 25 Room 2A.27 Pleat 1 20 x 20 x 4

Roof Unit 8 Pleat 4 20 x 20 x 2

Liebert 27 B Cable Phone Room Pleat 1 16 x 20 x 4

Roof Unit 1 Pleat 2 16 x 25 x 2

Roof Unit 1 Pleat 2 20 x 25 x 2

Roof Unit 2 Pleat 2 20 x 25 x 2

Roof Unit 3 Pleat 2 16 x 24 x 2

Roof Unit 4 Pleat 4 20 x 20 x 2

Roof Unit 5 Pleat 4 20 x 20 x 2

Roof Unit 3 Pleat 2 18 x 24 x 2

Roof Unit 7 Pleat 4 20 x 20 x 2

Roof Unit 16 Pleat 2 15 x 20 x 2

Roof Unit 9 Pleat 4 20 x 20 x 2

Roof Unit 10 Pleat 4 20 x 20 x 2

Roof Unit 11 Pleat 4 20 x 20 x 2

Roof Unit 12 Pleat 4 20 x 20 x 2

Roof Unit 13 Pleat 4 16 x 20 x 2

Roof Unit 14 Pleat 4 16 x 20 x 2

Roof Unit 15 Pleat 2 12 x 24 x 2

Roof Unit 15 Pleat 2 16 x 24 x 2

Roof Unit 6 Pleat 4 20 x 20 x 2


